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CONSTRUCTION NOTES

A. APPROVED RPBA, DCVA, DCDA, OR PVB.

B. DRAIN. HYDRAULIC CALCULATE DRAINAGE

REGOIREMENTS TO HANDLE FULL DISCHARGE OF RELIEF
VALVE.

ADEQUATE CLEARANCES REQUIRED FOR TESTING, MAINT
& REPAIR. FRONT OF THE ASSEMBLY SHOULD BE A MIN.
OF 24" (TEST PORT SIDE OF ASSEMBLY). THE BACK OF
THE ASSEMBLY SHOULD BE A MIN. OF 12" (RELIEF VALVE
SIDE OF ASSEMBLY).

5" MAX. FROM HANDWHEEL TO FINISH FLOOR, AS SHOWN.
UNITS INSTALLED HIGHER THAN 5', CONSUMER SHALL
PROVIDE PERMANENT PLATFORM.

PROVIDE ELECTRICITY AND HEATING CAPABILITY IF NOT
PROPERLY INSULATED.
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